Ceska Fotovoltaicka Asociace
Czech Photovoltaic Association
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AC service _ 1D| /groun wire

equipment

Existing | | T NEC 250.54
AC grounding optional supplementary
electrode grounding electrode
(lightening protection)

Unspliced 6 AWG conductor serves as
1. AC equipment grounding conductor
2.DC grounding electrode conductor
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